


TABLE 3

Water Quality Results - Water Characterization
Northwest Territories Power Corporation
Aklavik, N.W.T.

Holding Tank

17-Jul-18

21784180717001

General and Inorganic Parameters

pH 8.02 6 to 9

Lab EC µS/cm 845 NS

Ca mg/L 125 NS

Mg mg/L 35.7 NS

Na mg/L 7.9 NS

K mg/L 3.7 NS

Cl mg/L 4 NS

SO₄ mg/L 323 NS

F mg/L <0.05 NS

NO₂-N mg/L <0.02 NS

NO₃-N mg/L <0.02 NS

NO₂+NO3-N mg/L <0.02 NS

T-Alkalinity mg/L 130 NS

HCO₃ mg/L 159 NS

Hardness mg/L 459 NS

TDS mg/L 577 NS

TSS mg/L 4 15

Total Metals

Cd mg/L <0.000016 NS

Cr mg/L <0.001 NS

Cu mg/L 0.003 NS

Fe mg/L 2 NS

Pb mg/L 0.0009 0.007
H

Hg mg/L --- NS

Mo mg/L 0.002 NS

Ni mg/L <0.003 NS

Zn mg/L 0.25 NS

Petroleum Hydrocarbons

Benzene mg/L <0.0005 0.37

Toluene mg/L <0.0003 0.002

Ethylbenzene mg/L <0.0005 0.09

Xylenes mg/L <0.0005 0.03

Total Petroleum Hydrocarbons mg/L 0.6 5

Oil & Grease mg/L <0.2 5

Polycyclic Aromatic Hydrocarbons

Benzo[a]pyrene µg/L <0.007 0.015

Notes:

NS  - not specified

---  - not analyzed
H  - dependent on hardness value 
†  - laboratory visual determination

*  - Water Licence N3L8-1838 (Inuvialuit Water Board 2016)

Italics  - indicates values do not meet applicable guidelines
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